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This is acceptable pending 100% CD.  

 



 

                                                                                                                                              
3 

 
 
 

 

This is adequate pending 100% CD referencing or showing this document.  

 

This is adequate.   
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This is adequate pending changes made for 100%CD.   

 

Please provide elevation for outrigger running east-west between SW-4 and column 1 for review. 

 

 

This is adequate.   
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Beam at mezzanine is only bracing the column in one direction please provide calculation to showing the 
beam is sufficient to brace the column out of plane.  

 

This is adequate.  
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This is adequate.   

 

This is adequate.   

 

Please provide punching shear calculations, and confirm that the caisson cap confinement is adequate.  
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Please provide calculations for all design requirements for this beam.  

 

This is adequate.   
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This is adequate. 
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This is adequate. Please provide calculations for 28B4. 
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This is adequate for new columns size of 42”x42” at the 2nd floor to be confirmed with 100% CD.  

 

No specifications have been provided regarding the tanks or the impact on the building motion as stated 
in the wind load study.  

 

 

This is adequate pending 100% CD.  
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This is adequate. 

 

The design of the slab is adequate but the dimensions are not coordinated.  

 

Please provide information and plans regarding this change.  

 

This is adequate pending 100% CD.  

 

This is adequate pending 100% CD.  

 

This is adequate pending 100% CD.  
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This is adequate pending 100% CD.  

 

This is adequate pending 100% CD.  

 

This is adequate pending 100% CD.  

 

This is adequate pending 100% CD.  

 

This is adequate pending 100% CD.  

 

This is adequate pending 100% CD.  



 

                                                                                                                                              
13 

 
 
 

 

This is adequate pending 100% CD.  

 

This is adequate pending 100% CD.  

 

This is adequate pending 100% CD.  

 

This is adequate pending 100% CD.  
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This is adequate.  

 

This is adequate pending information shown on 100% CD. 

 

This is not reflected on the shear wall reinforcement plan on S-940. The plan shows jamb steel in rows of 
5 bars in this location. This is adequate if a detail is provided for these floors and the wall was designed 
for the rebar in locations indicated by WSP. 

 

This is adequate pending 100% CD. 
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This is adequate pending 100% CD. 

 

This is adequate pending 100% CD. 

 

This is adequate pending 100% CD. 

 

This is adequate pending 100% CD. 

 

This is adequate pending 100% CD to provide this information. 

 

The walls south of SW-3 and columns 2 and 3 below the 3rd floor do not match what is provided on S-
015 for the mezzanine. 
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This is adequate pending 100% CD. 

 

The reinforcement in the wall not the slab was unclear. Please show how 36#11 will fit within the 10” 
wall on S-130 and S-140.   

 

Please clarify whether ties in the slab are required.  
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Please provide tension capacity of the caisson and geotechnical engineer confirmation of caisson 
capacity.  

 

This is adequate.  
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